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Project
Employer The Kisii National Polytechnic
Date 10/09/2026
NCB No. KNP/SIFA/RFB/\W/01/26
Project Ref. AUDA-NEPAD/KfW 2015 69 052/FW1/KEN/O17
Ref: AUDA-NEPAD/KfW 2015 69 052/FW1/KEN/O17 Date: 14/09/2026

Amendment No. 1 to the Request for Bids (RFB)

Tender Reference: NCB No. KNP/SIFA/RFB/\W/01/26
Project Ref: AUDA-NEPAD/KfW 2015 69 052/FW1/KEN/017

Following the receipt from a bidder, technical queries relating to the Solar PV System
specified in the Bidding Document and Bill of Quantities (BOQ), the Employer has
determined to Amend the BOQs informing that the project is strictly grid-connected, with no
Battery Energy Storage System (BESS) required or included in this Contract's scope.

The Employer has therefore determined to amend the BOQ.

This Amendment No. 01 to the Invitation for Bids: Ref. NCB No. KNP/SIFA/RFB/W/01/26,
is issued in- accordance with the Request for Bids, Section I, Instructions to Bidders (ITB),
Clauses 8.1 and 8.2, to issue Amendment No. 1 to the RFB, as follows:

1. RFB Bill No. 12, ltem 12.04 of the Bill of Quantities

REPLACE WITH

Bill of Quantities: Bill No. 12, ltem 12.04 | Bill of Quantities: Bill No. 12, ltem 12.04
specifies "IOOkW" for the Hybrid Inverter | is hereby amended to read: "Anti-island
specification (quantity 3 No., total | 50kW, 3-Phase, HV DC input, 230/400V
installed capacity 300 kW). AC output, EPRA-approved, 50Hz,

. >98.5% efficiency Hybrid Inverter as
Huawei or Equal, and approved"
(quantity 3 No. unchanged; total
installed capacity 150 kW, not 300 kW
as previously stated in the BOQ). Bidders
shall price Item 12.04 on the corrected
basis of 3 No. 50kW Hybrid Inverters.







